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D220 272

GOLDFLO MANHOLE ADAPTER
NOMINAL
I.D. A B C D E
PART # (in) (in) (in) (in) (in)
(in) | (mm)
12 300 GFMHA12 14.4 14.8 23.6 11.8 6"
15 375 GFMHA15 17.6 18.0 23.5 13.1 3/16"
GFMHA18 (MW) 21.5 21.9 23.6 12.0 3/16"
18 450
GFMHA18 (WC) 21.4 21.8 23.6 12.0 Ye"
GFMHA24 (MW) 28.3 28.7 354 24.0 3/16"
24 600
GFMHA24 (WC) 28.1 28.5 35.4 24.0 Ye"
GFMHA30 (MW) 34.9 35.3 35.3 24.0 He"
30 750
GFMHA30 (WC) 34.6 35.0 35.4 24.0 He"
GFMHA36 (MW) 40.9 41.3 35.2 24.0 %"
36 900
GFMHA36 (WC) 40.6 41.0 37.8 23.6 3/16"
42 1050 GFMHA42 47.5 47.9 47.3 29.5 Ye"
48 1200 GFMHA48 54.1 54.5 47.3 29.6 %"
60 1500 GFMHAG0 66.9 67.3 47 1 30.0 6"
THIS DETAIL DEPICTS RECOMMENDED INSTALLATION PRACTICES . PESCRIPTION: REV:
AND IS NOT INTENDED TO SUPERSEDE ANY NATIONAL, STATE OR GOLDFLO MANHOLE
LOCAL SPECIFICATIONS. PRINSCO BEARS NO RESPONSIBILITY FOR PRI N sco ADAPTER FAMILY B

ANY ALTERATIONS, REVISION AND/OR DEVIATION FROM THIS
STANDARD DETAIL. PRINSCO HAS NOT PERFORMED ANY
ENGINEERING OR DESIGN SERVICE FOR THIS PROJECT. THE
DESIGN ENGINEER SHALL REVIEW THESE DETAILS PRIOR TO
CONSTRUCTION TO VERIFY SUITABILITY. © PRINSCO, INC.

ENGINEERED WITH INTEGRITY

www.prinsco.com
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